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24V

COMMON

*
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FOR MODELS AB (BYPASS) WITH
LEFT HAND CONTROLS (EA2C), 
“W” GOES TO THE “YELLOW” WIRE,
“Y” GOES TO THE “BLUE” WIRE.

By Carnes
By Others

CONTROL DIAGRAMSEQUENCE OF OPERATION
ON A CALL FOR COOLING, AIRFLOW WILL INCREASE AS THE
DAMPER OPENS TOWARDS THE MAXIMUM SETTING TO SATISFY
ROOM SET-POINT (SP).

ON A CALL FOR LESS COOLING, AIRFLOW WILL DECREASE AS THE
DAMPER CLOSES TOWARDS THE MINIMUM SETTING TO SATISFY
ROOM SET-POINT (SP).

THE MAXIMUM AND MINIMUM SETTINGS ARE DETERMINED BY FIELD
ADJUSTED MECHANICAL STOPS.

ITEM PART NO. DESCRIPTION
1 AXBAA ACTUATOR
2 AXWBE ELECTRIC THERMOSTAT

TERMINALS R & Y MAKE ON TEMP RISE
TERMINALS R & W MAKE ON TEMP DROP
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